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VALVE SIZE AND TYPE

AS SPECIFED OR SHOWN
ON PLANS.

NOTES:

1. PORTLAND WATER BUREAU STANDARD VALVE BOX AND COVER AS MANUFACTURED
BY OLYMPIC FOUNDRY:

8" CAST IRON VALVE BOX BODY/PORTLAND STYLE/#5-603A

8" CAST IRON VALVE BOX LID /PORTLAND STYLE/#5-603B

2. GRIND OFF WORDS "PORTLAND OR. " LEAVE WORD "WATER".
3. BITUMINOUS COATING.

4. ORDER MJ GATE VALVES WITHOUT ACCESSORIES

GATE VALVE & BOX beparTvENT  City of

SETTING DETAIL mcopo e [OTeSt
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